
Transportation Motor Pool Fuel Facility
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Description of Tanks
Type: UST
Construction: Steel
Qty & Capacity: 2 x 10,000 gal
Contents: Heating Oil
Containment: Concrete Slab w/ 5" Curbing

Building
1081

Boiler Plant

Motor & Pump Wells

Test Stations

Main Inlet
Fill Points

Manways

Test Stations

Alternate Inlet
Fill Points

Driveways

Secondary Containment Slab
(Concrete w/ 5" Curb and 8 Vertical

Metal Anti - Vehicle Pipes


